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   Notes:
1.   See UGS-723 for installation of SB-3 and SB-4 slab-boxes.
2.  See UGS-010 for manufacturers of precast slab-boxes and catalog numbers.
3. All slab-boxes shall be furnished with a polymer concrete cover with stainless steel, penta

head cap screws for securing cover.
4. Polymer concrete covers are to be identified as “RIVERSIDE ELECTRIC” as per UGS-050.
5.  Grade rings may be used when required.  Maximum allowable are 8” grade rings.


